
 

 

Circuits within the Essential Loads Panel will be moved from the other existing panels listed 
on the following pages. These circuits will received backup power in the event of an outage. 

 

 

 

 

 

 

 

ESSENTIAL LOADS PANEL
225A PANEL WITH 200A MAIN BREAKER

BREAKER 
LOCATION

DESCRIPTION
BREAKER 

SIZE
LOCATION

BREAKER 
LOCATION

DESCRIPTION
BREAKER 

SIZE
LOCATION

1 PANEL LC1A YTH SVS 2 PANEL ATTIC
3 2 PH 70 4 2D- 3PH 100A 
5 LGHTS FROM 2A-10 20 VARIOUS 6
7 LGHTS FROM 2A-12 20 VARIOUS 8 OUTLETS 20 VARIOUS
9 LGHTS FROM 2A-6 20 VARIOUS 10 OUTLETS 20 VARIOUS

11 LGHTS FROM 2A-2 20 VARIOUS 12 OUTLETS 20 VARIOUS
13 LGHTS FROM 2A-4 20 VARIOUS 14 OUTLETS 20 VARIOUS
15 LGHTS FROM 2A-1 20 VARIOUS 16 OUTLETS 20 VARIOUS
17 Lighting Control EIS 20 VARIOUS 18 OUTLETS 20 VARIOUS
19 20 OUTLETS 20 VARIOUS
21 22 OUTLETS 20 VARIOUS
23 Unit 5 24 OUTLETS 20 VARIOUS
25 30a 3-pole Work Rm 26 MICRO 20 BRK RM
27 28 REFRI 2 20 BRK RM
29 30
31 Unit 7 30a 3-pole Program Rm. 32
33 34
35 FILE SERVER 20 OFFICE 36
37 TELCO BOARD 20 OFFICE 38 SURGE TRAP 15a 3-pole ELECT. RM
39 REFRI 1 20 PROG. RM 40 3PH
41 42
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Existing Panels (Con.) 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

2D 125A MLO

BREAKER 
LOCATION

DESCRIPTION
BREAKER 

SIZE
LOCATION

BACKUP 
Y/N

BREAKER 
LOCATION

DESCRIPTION
BREAKER 

SIZE
LOCATION

BACKUP 
Y/N

1 LIGHTS 20 ATTIC YES 2 F-1 20 NEW BOOKS YES
3 RECEPTS 20 ATTIC 4 F-2 20 FICTION YES
5 EF-1 20 ROOF YES 6 F-3 20 NON FICT. YES
7 EF-2 20 ROOF YES 8 F-4 20 BREAK RM. YES
9 EF-3 20 ROOF YES 10 F-5 20 WORK OFF. YES

11 RF-1 20 ROOF YES 12 F-6 20 CIRC. DESK YES
13 SPARE 20 14 F-7 20 PROG. RM. YES
15 4 PADDLE FANS 20 YES 16 SPARE 20
17 SPARE 20 18 SPARE 20
19 BLANK 20 SPARE 20
21 BLANK 22 ENTRY HEATER 2 POLE 20 NO
23 BLANK 24 ENTRY HEATER NO
25 BLANK 26 BLANK
27 BLANK 28 BLANK
29 BLANK 30 BLANK
31 BLANK
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Existing Panels (Con.) 

 

Panel LC1 (located in maintenance room) currently feeds Panel LC1A. It will not be backed up. 

Panel LC1A feeders will be moved so that they are fed by the Essential Loads Panel.  

LC1 100A MLO
BREAKER 

LOCATION
DESCRIPTION

BREAKER 
SIZE

LOCATION
BACKUP 

Y/N
BREAKER 

LOCATION
DESCRIPTION

BREAKER 
SIZE

LOCATION
BACKUP 

Y/N
1 BLANK 2 2 POLE 70 YOUTH SVS YES
3 OUTLET 15 4
5 A/C 2 POLE 40 NO 6
7 A/C 8
9 WTR HTR 2 POLE 30 NO 10 SPARE 2 POLE 30

11 WTR HTR 12 SPARE
13 14
15 16
17 18
19 20

LC1A 100A MLO
BREAKER 

LOCATION
DESCRIPTION

BREAKER 
SIZE

LOCATION
BACKUP 

Y/N
BREAKER 

LOCATION
DESCRIPTION

BREAKER 
SIZE

LOCATION
BACKUP 

Y/N
1 RECEPTACLE 20 PASS THROUGH YES 2 LIGHTS 20 PASS THROUGH YES
3 RECEPTACLE 20 YOUTH OFFICE YES 4 OUTLETS 20 S. YTH SVS YES
5 LIGHTS 20 5 ROOMS YES 6 LIGHTS 20 TEEN ROOM YES
7 RECEPTACLE 20 N. YTH SVS. YES 8
9 RECEPTACLE 20 STUDY ROOM YES 10 RECEPTACLE 20 TEEN ROOM YES

11 LIGHTS/ RECEPT. 20 BABY CORNER YES 12 RECEPTACLE 20 CNTR YTH SVS YES
13 LIGHTS 20 YTH SVS YES 14 FURNACE-1 20 YTH SVS YES
15 LIGHTS 20 YTH SVS YES 16 FURNACE-2 20 YTH SVS YES
17 SPARE 20 18 RECEPTACLE 20
19 SPARE 20 20 SPARE

LC1A SUBPANEL
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